2021 Consumer Confidence Report for Public Water System CYPRESS SPRINGS SUD N PLANT 1

I'his 15 your water quality report for January | to December 31, 2021 For more information regarding this report contact

CYPRESS SPRINGS SUD N PLANT | provides surface waler from Lake Cypress Name Cypress Springs SUID
Springs located i Frankhin County
Phone 903-588-2082

st reporte incluye informacion imponante sobre ¢l agua para tomar. Para asistencia en espanol, favor de
Namar al welefono () -

Definitions and Abbreviations

Defimtions and Abbreviations I'he following tables contain seientific terms and measures, some of which may require explanation

Action Level I'he concentration of a contaminant which. i exceeded. tnggers treatment o other reguirements which a water system must follow

Avg Regulatory compliance with some MCLs are based on unming annual average of monthly samples

Level | Assessment A Level | assessment is a study of the water system to identify potential problems and determine (if possible) why total coliform bacteria have been found in our water
syslem

Level 2 Assessment A Level 2 assessment is a very detatled study of the water system 1o idenufy potential problems and determine (if possible) why an F. coh MCL violation has occurred
and/or why total coliform bactena have been found in our water svsiem on multiple occasions

Maximum Contammant Level or MCL The Tghest Tevel of a contaminant that is allowed i drinking water. MCLs are set as close 10 the MCLGs as feasible using the best available treatment technology

Maximum Contaminant Level Goal or MCLG The level of a contaminant i drmking water below which there 1s no known or expected nisk 1o health. MCLGs allow for a margin of safcly

Maximum residual disinfectant level or MRDL T'he highest level of a disinfectamt allowed in drinking water There 1s convincing evidence that addition of a disinfectant 15 necessary for control of microbial
contaminants

Maximum residual disinfectant level goal or MRDLG:  The level of a drinking water disinfectant below which there 1s no known or expected risk to health. MRDIGs do not reflect the benefits of the use of disinfectants 1o
control microbial contaminants

MEI million fibers per liter (a measure ol ashesios)

mrem millirems per vear (a measure of radiation absorbed by the body)
na not apphicable

NTU nephelometric turbidity units {a measure of turbidity)

pCi/l. picocuries per hter (a measure of radwactivity)

rJ
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Definitions and Abbreviations

ppb: micrograms per liter or parts per billion

ppm milligrams per liter or parts per million

Ppg parts per quadrillion, or preograms per liter (pg/l.)

ppt parts per trillion, or nanograms per liter (ng/1.)

I'reatment Techmgue or 11 A required process mtended w reduce the level of a contammant in drinking water

Information about your Drinking Water

The sources of drinking water (both tap water and bottled water) include rivers, lakes, streams. ponds. reservoirs, springs, and wells. As water travels over the surface of the land or
through the ground., it dissolves naturally-occurring minerals and, in some cases, radioactive material, and can pick up substances resulting from the presence of animals or from
human activity.

Drinking water, including bottled water, may reasonably be expected to contain at least small amounts of some contaminants. The presence of contaminants does not necessarily
indicate that water poses a health risk. More information about contaminants and potential health effects can be obtained by calling the EPAs Safe Drinking Water Hotline at (800)
426-4791.

Contaminants that may be present in source water include:

- Microbial contaminants, such as viruses and bacteria, which may come from sewage treatment plants, septic systems, agricultural livestock operations, and wildlife.

- Inorganic contaminants, such as salts and metals, which ean be naturally-occurring or result from urban storm water runoff, industrial or domestic wastewater discharges, oil and
gas production, mining, or farming.

- Pesticides and herbicides, which may come from a variety of sources such as agriculture, urban storm water runoff, and residential uses.

- Organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of industrial processes and petroleum production, and can also come
from gas stations, urban storm water runoff, and septic systems.

- Radioactive contaminants, which can be naturally-occurring or be the result of oil and gas production and mining activities.

In order to ensure that tap water is safe to drink, EPA prescribes regulations which limit the amount of certain contaminants in water provided by public water systems. FDA
regulations establish limits for contaminants in bottled water which must provide the same protection for public health.

Contaminants may be found in drinking water that may cause taste, color, or odor problems. These types of problems are not necessarily causes for health concerns. For more
information on taste, odor, or color of drinking water, please contact the system's business office.

You may be more vulnerable than the general population to certain microbial contaminants, such as Cryptosporidium, in drinking water. Infants, some elderly, or
immunocompromised persons such as those undergoing chemotherapy for cancer; persons who have undergone organ transplants: those who are undergoing treatment with
steroids: and people with HIV/AIDS or other immune system disorders, can be particularly at risk from infections. You should seek advice about drinking water from your
physician or health care providers. Additional guidelines on appropriate means to lessen the risk of infection by Cryptosporidium are available from the Safe Drinking Water
Hotline (800-426-4791).
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If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in drinking water is primarily from materials and
~gmponants associated with service lines and home plumbing. We are responsible for providing high quality drinking water, but we cannot control the variety of materials used in

plumbing components. When your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing vour tap for 30 seconds to 2 minutes before
using water for drinking or cooking. If you are concerned about lead in your water. you may wish 1o have your water tested. Information on lead in drinking water, testing methods,
and steps you can take to minimize exposure is available from the Safe Drinking Water Hotline or at hup://www epa.gov/safewater/lead.

Information about Source Water

FCE completed an assessment of your source water. and results indicate that some of our sources are susceptible (o certan contammants I'he sampling requirements for vour water system 1s based on this susceptibility and

previous sample data. Any detections of these contaminants will be found in this Consumer Confidence Report. For more information on source waler assessments and protection cflorts at our system contact Kevin

Spencel Manager) 903-588-2082

Public Participation Opportunities

Date 2™ Tuesday 0f the month

Location 114 FM 115 Mt. Vernon, TX. 75457
Phone 903-588-2082

2021 Water Quality Test Results

(T1THM)

Samples
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Disinfection By-Products | Collection Date Highest Level Range of Individual MOLG MOl Units Violation | Likely Source of Contamination
Detected Samples i
L . — N —— S . - R e § e i - =
Haloacetic Acids (HAAS) 2021 il 13- 50 No goal for the il ppb I N By-product of drinking water disinfection
total
O e | — el L TR (e AR & S = =
*The value n the Highest Level or Average Deteeted column s the highest average of all HAAS sample results collected al a localion over a year
e - . . ) i . . : s Elitre s =
Total I'rihalomethanes | 2021 29 10,9 -393 No goal for the 80 ppb J N By-product of drinking water disimlection.
| total
= S l = T . ) j ) I | - ]
*The value in the Highest Level or Average Detected column is the highest average of all 1THM sample results collected at a location over a year
b=, s . i T e | Ty = et " ]
Inorganic Contaminants Collection Date Highest Level Range of Individual MOLG ML Units Violation | Likely Source of Contamination
Detected i 4L




‘urbidity

i Level llﬂecu,.;l Limit (I'restment [ Violation Likely Source of € ontamination
P — —— N lechnigue) ‘{ o - . — . B
T |

Highest single measurement 028 MI I NTL | Sonl runolT

D3N J L N Soul runodT

| .owest monthly % meeting limit IIH.'}"

vformanon Statement  Turbndity is a measurement of the cloudiness of the water caused by iusp-:mlcd particles We momitor it because it s @ good indicater of water quality and the eflectiveness ol our filtranon system and
tsinfeclants

‘otal Organic Carbon
he percentage of Total Orgamie Carbon ( 1OC) removal was mieasured each month and the system metall TOC removal requirements set, unless a TOC violation is noted i the violations section.

| Lead and Copper | Date Sampled MCLG | Actian Level (AL} | 90th Percentile | # Sites Over Al [ Units Violation l Likely Source of Contamination

Lt

: ] & = r
Copper | 09/03/2019 | i 13 [ 0 034 o [ ppm N | Erosion of natural deposits Leaching from
. I | wood preservatives, Corrosion of household
| | plumbing systems

| Lead [ 09/03/2019 0 15 i 0 ppb N ‘ Corrosion of household plumbing systems

[ l : | Erosion of natural deposits

Water Loss: During the 2013 83 Legistlative Session, House Bill 13 1461 was passed. 1t became effective on September 1.2013. HB 1461 requires any retail water system to file a Water Loss Audit
With the Texas Water Development Board. The water system also has 1o notily iUs customers on the most recent report. The 2021 Water Loss Audit for PWS-0800003 CSSUD North Plant 1 was
30.277.495 gallons at 1744 %, CSSULD is currently using (BMP) Best Management Practices, replacing old lines and meters 1o help reduce water loss.

Violation Notice: On 4/12/21 we were notified by TCEQ that we exceeded the SMCL for secondary constituent level for Aluminum. The SMCL for Aluminum s 20mg/l . Our Test results were
21mg/1 . This is not an emergency. The I© P_AL states there are no adverse health effects. You do not 1o use an alternate water supply. We are taking corrective actions (reatiment technigues and
modifications) w get back in compliance as soon as possible,
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